
COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

In the Matter oft 

APPLICATION BY LAKE VILLAGE WATER 1 
ASSOCIATION, INC., FOR A CERTIFICATE ) 

CASE NO. 94-112 
OF CONVENIENCE AND NECESSITY FOR 1 
CONSTRUCTION OF A WATER STORAGE 1 
FACILITY AND AN ORDER AUTHORIZING 1 - -. - - - - - - 
TEE USE OF DEBIGNATED SURCHARGE FUNDS j 
FOR THE CONSTRUCTION 1 

O R D E R  

IT Is ORDERED that Lake Village Water Association, Inc. ("Lake 

Village") shall file an original and 10 copies (two copies of 

engineering-related materials) of the following information with 

the Commission, with a copy to all parties of record within 21 days 
from the date of this Order. Lake Village shall furnish with each 

response the name of the witness who will be available at the 

public hearing, if one is held, for responding to questions 

concerning each item of information requested. 

1. If the hydraulic analyses which are provided in response 

to thia information request are computer-generated, provide a copy 

of the input data on an IBM compatible 5 1/4-inch or 3 1/2-inch 

floppy disk. 

2. Provide hydraulic analyses, supported by computations and 

actual field measurements, of typical operational sequences of the 

existing water distribution system as presently configured and 

operated . These hydraulic analyses should demonstrate the 

operation of all pump stations and the "empty-fill" cycle of all 



water storage tanks. Computations are to be documented by a 
labeled schematic map of the system that ehowe pipeline eisee, 

lengths, connections, pumps, water storage tanks, welle, and sea 

level elevations of key points, as well as allocations of! actual 

customer demands. State whether flow6 used in the analyses are 

based on average instantaneous flows, peak instantaneous Flows, or 

any combination or variation thereof. The flow8 ueed in the 

analyaee shall be documented by actual field measuremente and 

customer use records. Justify fully any assumptions ueed in the 
analyses. (Nota - if the proposed construction ie in an area of 
the water distribution system which can be hydraulically isolated 

or separated from the rest of Lake Village's water eyetern, only 

hydraulic analysea for the isolated portion of the system in 

question need be filed.) 

3. Provide a summary of any operational deficiencies of the 

exieting water system that are indicated by the hydraulic analyees 

or that are known from experience. 

4. In order to obtain realistic results when utilizing 

computer hydraulic analyses to predict a water distribution 

system's performance, engineering references stress the importance 

of calibrating the results predicted to actual hydraulic 

conditions. This calibration process should include matching field 

measurements to the results predicted by the computer over a wide 

range of actual operating conditions. At a minimum this should 

include average and maximum water consumption periode, as well as 

"fire flow" situations and very high demand periods. 
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Based on the above, explain the procedures used to verify the 

computer hydraulic analyses filed in this case. This explanation 

should be documented by field measurements, hydraulic calculations, 

etc. 

5. Moot engineering references state that instantaneous 

customer demands can peak at 3 to 15 times the 24-hour averape 

demand. In addition, most engineering references also state that 

a water distribution system should be designed to meet at least the 

maximum hourly demand of its customers. 

a. State exactly what measurements were made of the 

If the maximum hourly usage maximum hourly usage of Lake Village. 

was not measured directly, state why it warn not. 

b. State exactly how the diurnal pattern for Lake 

Village's water system was determined. Also detail how the diurnal 

demand multipliers for any hydraulic analyses were determined. 

This reoponse should be documented by appropriato field 

measurements. 

6 .  Provide a pressure recording chart showing the actual 24- 

hour continuously measured pressure available at the locations 

listed below on Lake Village's water system. Identify the 24-hour 

period recorded, the exact location of the pressure recordor, and 

the sea level elevation of the recorder. Also state the schematic 

junction number nearest the location of the pressure recordera 

a. In the vicinity of all existing water storage tanks. 

b. On the suction and discharge side of all existing 

pump stations. 

-3- 



E. In the vicinity of the proposed water otorage tank 

location. 

d. Any other locations neceeeary to provide a aomplote 

understanding of the existing system's operation in the prOpOBOd 

construction area. 

7.  Describe the proposed daily operational eequence of the 

water system. Documentation should include the methods and 

mechanieme proposed to provide poeitive control of all storage tank 

water levels. The description ehould ale0 include an hourly 

summary of how all tanks (exieting and proposed) will "worko1 

(expected inflow or outflow of water) and how all pumps will 

function. The description should be fully supportad by appropriate 

field measurements and hydraulic calculatione. 

8. Provide a highway map at a scale of at least one inch 

equals two miles marked to show the water distribution eystem of 

Lake Village. The map Of the ByBtem Oh811 ahow pipeline OiZOB, 

location, and connectlone (Le well ae pumps, water otorage tanker 

and sea level elevations of key pointe. 

9 .  Provide hydraulic analyses, eupported by computations and 

actual field measurements, of typic81 operational sequences of the 

water distribution system with the improvemente pr0poBed in thiB 

case in place. These hydraulic analyses should demonotrate the 

operation of all pump statione and the %npty-fill" cycle of all 

water storage tanks. Computations are to be documented by a 

labeled schematic map of the systems that ehowe pipeline eizee, 

lengths, connections, pumps, water storage tanka, wells, and oca 
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level elevations of key points, as well as allocationr of actual 

cuetomer demands. F ~ O W E  ueed in the analyrsr shall be identified 
(LE to whether they are based on average instantaneous flows, peak 

instantaneous flowe, or any combination or variation thereof. Tho 

flows used in the analyses shall be documented by actual field 

measurements and cuntomer use rooordo. JUrtify fully any 

aeeumptions ueed in the analyses. (Nota - there analyrsr rhould 
uee tho eame echematic ae the analysan of the existing water 

distribution eyetem to facilitate compariron.) 

10. Provide a copy of! the Bid Tabulation when the bids are 

received. 

11. Provide a copy of the final rummation of the total cost 

of construction and funding arrangement8 referred to as the Final 

Engineering Report. 

12. Provide a liet of Lake Villagels water otorage tanke. 

Give the location, capacity, and overflow elevation of each tank. 

Explain how water le ~upplled to each tank. Also state whether 

each tank is in U E ~ ,  and whether it will remain in ume, be 

abandoned or replaced. 

13. Provide a liet of Lake Villagels existing pump etatione. 

Give the location, number of pumpe and their rated capacitier, and 

the purpose of each pump station. Explain how the operation of 
each pump station is controlled. Provide a copy of the pump 

manufacturer's characteristics (head/capacity) curve for each of 

the existing pumpe. Identify each curve aa to the particular pump 
and pump station to which it appliee. Alro rtate whsther the pump 
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is in use, and whether it will remain in use, be abandoned or 

replaced. 

14. Engineering information indicates that Lake Village is 

proposing to inatall one fire hydrant as part of thia project. 807 

K A R  58066, Section l0(2)(b), states in part "[flire hydrante may be 
inotalled by a utility only if! a. A profeseional engineer with 

a Kentucky regiatration has certified that the system can provide 

a minimum fire flow of 1 5 0  gallons per minuter and b. The system 

supporting this flow ham the capability of providing this flow for 

a period of not leas than two ( 2 )  houre plus consumption at the 

maximum daily rate." 

Documont that the ayetern meeta the requirements of 807 KAR 

51066 ,  Section 10(2)(b). 

Done at Frankfort, Kentucky, this 6th day of June, 1994. 

PUBLIC BERVICE COMMISSION 
A 

ATTEST t 

hxecutfve Director 


